
Service entrance conductors

Rigid steel conduit furnished

LOAD SIDE

LINE SIDE

and installed by member.

furnished and installed by
member.

Arrestor wire installed
by the member.

Grounded arrestor wire
installed by member.

Ground lug is provided and 

Class 200 AMP

3-Wire
A

C B

3 Wire Delta

installed by the member.

Ground Grounded phase marked with
white tape.

Hub is provided by the
cooperative.

240/480 V

120/240 V

Secondary arrestor provided
by and installed by the
Cooperative (only required
for 480 Volt)


